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Drawn By . Submitted Sample

Representing Tk# 2 Ref# TLO0-407

Lab Reference 0-10489

TEST METHOD RESULT UNITS
API GRAVITY @ 60 DEG. F. ASTM D4052 11.5

SULFUR ~ ASTM D422%4 1.45 PCT WT
HEAT OF COMBUSTION ASTM D240 18,407 BTU/LB
HEAT OF CCOMBUSTION CONVERSION 151,692 BTU/GAL
NITROGEN ASTM D5762 0.31 WT PCT
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Report of Analysis
Client: Axel Johnson Report no. : TQO-278

Lab report no. * TL00-200

Report date : June 28, 2000

Sample date 2 June 21, 2000

Attention: Liz Weber Sample source : Tank #2
’ Sample location : Oswego, NY

Customer product

description : Heavy Fuel Qil

Order No, 1 V00-0619
TESTS METHODS SPECIFICATIONS " | RESULTS
Dengsity @ 15°C. ka/l ASTM D 4052 — 0.9830
API° 124
Sediment & Water @ 60°C, % volume ASTM D 1726 — 0.05
Total Sulphur Gontent, % mass ASTM D 4294 — 1.40
Vigcosity @ 50°C, e85t ASTM D 445 —_— 202 4
Viscosity @ 122°F, SFS ASTM D 2161 — 138.3
Pour Point, °C ASTM D 97 —_ -9
Vanadium, mg/'kg AA —_ 39
Ash, % mass ASTM D 482 —_ 0.0374
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